Installation guide

Solenoid valve
Type EV220B 15 - EV220B 50

1. Connection to power supply
2. Connection to system
3. Connection to actuator
4A. Positioning the valve in the OFF position
4B. Click to confirm OFF position
5A. Aligning the actuator
5B. Click to confirm alignment
6A. Pushing the actuator
6B. Click to confirm actuation
6C. Release the actuator

© Danfoss | DCS (rja) | 2016-06
IC.PI.200.A5.22
Visit www.products.danfoss.com for further technical data.